




Microplastics Removal from Treated Wastewater by a Biofilter
Liu, Fan; Nord, Nadja B; Bester, Kai; Vollertsen, Jes
Published in:
Water







Publisher's PDF, also known as Version of record
Link to publication from Aalborg University
Citation for published version (APA):
Liu, F., Nord, N. B., Bester, K., & Vollertsen, J. (2020). Microplastics Removal from Treated Wastewater by a
Biofilter. Water, 12(4), [1085]. https://doi.org/10.3390/w12041085
General rights
Copyright and moral rights for the publications made accessible in the public portal are retained by the authors and/or other copyright owners
and it is a condition of accessing publications that users recognise and abide by the legal requirements associated with these rights.
            ? Users may download and print one copy of any publication from the public portal for the purpose of private study or research.
            ? You may not further distribute the material or use it for any profit-making activity or commercial gain
            ? You may freely distribute the URL identifying the publication in the public portal ?
Take down policy
If you believe that this document breaches copyright please contact us at vbn@aub.aau.dk providing details, and we will remove access to
the work immediately and investigate your claim.
Downloaded from vbn.aau.dk on: August 24, 2021
water
Article
Microplastics Removal from Treated Wastewater by
a Biofilter
Fan Liu 1,*, Nadia B. Nord 2 , Kai Bester 2 and Jes Vollertsen 1
1 Department of the Built Environment, Aalborg University, Thomas Manns Vej 23, 9220 Aalborg Øst,
Denmark; jesvollertsen@build.aau.dk
2 Department of Environmental Science, Aarhus University, Frederiksborgvej 399, 4000 Roskilde, Denmark;
nadiabnord@envs.au.dk (N.B.N.); kb@envs.au.dk (K.B.)
* Correspondence: fl@civil.aau.dk
Received: 18 March 2020; Accepted: 9 April 2020; Published: 11 April 2020


Abstract: Microplastic (MP) pollution is a global environmental issue, and traditionally treated
wastewater has been identified as a source of land-based microplastics into the aquatic environment.
This study evaluated the performance of a pilot-scale biofilter to polish wastewater treatment plant
(WWTP) effluent before it enters the environment. The filter was divided into four zones, allowing
the concentration of microplastics to be followed through the filter. It was fed with secondary effluent
from a conventional WWTP in Denmark. The raw effluent from the WWTP contained 917 items
m−3 which corresponded to a mass concentration of 24.8 µg m−3. After the top layer of the biofilter,
the concentration had decreased to a median value of 197 item m−3 and 2.8 µg m−3, indicating an
overall removal efficiency of 79% in terms of particle number and 89% in terms of particle mass.
We also observed a tendency that MP of larger size and higher particle mass were more likely to be
retained. After the last filtration zone, all MP larger than 100 µm had been removed. The results
of this study demonstrate that biofilters are able to lower the MP abundance in treated wastewater
significantly, but a complete removal is not ensured, hence some MP, particularly small-sized ones,
can still be discharged into the receiving environment.
Keywords: microplastics; wastewater; biofilter
1. Introduction
Plastic litter is a global pollution issue both in the aquatic and terrestrial environment [1–3].
Microplastics (MP), often defined as plastic particles <5 mm in length [4], are of particular concern
due to their persistence in the environment, and their potential to transport and release chemical
compounds [5]. Nowadays, MP has been detected not only in various water bodies [6–8], soils and
sediments [9–11], but also in indoor air [12], table salts [13], and even in the atmosphere in remote
areas [14]. More recently, ingestion and entanglement of MP was also found by freshwater and
deep-sea organisms [15–18], which raised a concern that the human food chain is under risk of MP
contamination [19,20].
Land-based sources such as households, industries, and mismanaged plastic waste have been
suggested as the main cause of plastic pollution of the aquatic environment, the atmosphere, and the
terrestrial environment [16]. The pathways for the plastic pollution includes stormwater runoff,
municipal and industrial wastewater, and wind [8,21,22]. Here wastewater plays an important
role, as it receives and conveys plastic litter from residences, industries, agriculture, and commercial
activities. Several studies have shown that wastewater treatment plants (WWTPs) designed for removal
of organic matter and nutrients are efficient in removing MP, with reported efficiencies generally above
90% [23–26]. Despite this, large amounts of MP are still released with the effluents [27,28].
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Some tertiary treatment technologies can further polish the effluent from WWTPs, for instance,
membrane bioreactors, rapid sand filters, and disc filters [28–30]. Another technology which potentially
can polish WWTP effluents are biofilters, designed to degrade specific dissolved pollutants such as
pharmaceuticals [31]. Their efficiency in retaining MP has though not yet been studied. The aim of this
study was to contribute knowledge on the performance of biofilters in removing MP from effluents
of nutrient removing WWTPs. A pilot-scale biofilter designed to remove pharmaceuticals, personal
care products, and other organic micropollutants from WWTP effluents was chosen for the study.
The evaluation includes the removal efficiency in terms of MP mass and number, as well as details on
sizes, masses, and polymer composition of the particles retained by the filter.
2. Materials and Methods
2.1. Experiment Setup
A pilot-scale biofilter was set-up in the fall of 2017 at Avedøre WWTP in Hvidovre, Denmark.
Avedøre WWTP applies biological nutrient removal and secondary clarifiers before discharging the
effluents to the Oresund. The biofilters were packed in circular 1 m3 stainless steel tanks, and from top
to bottom consisted of a drainage layer of approx. 1.1 m of stone wool (ROCKWOOL®, Hedehusene,
Denmark), 40 cm of Filtralite® CLEAN HR 3-6 (Leca Rælingen, Norway), and 10 cm of granite gravel
(11–15 mm grain size). The stone wool filling consisted of 6 separate stone wool boards, where the top
board was 0.1 m thick and the following 5 boards were 0.2 m. Each stone wool board was cut into
four even pie-shaped pieces, and rotated relatively to each other to avoid preferential flow through
the filter (Figure 1). The different materials (stone wool, Filtralite, gravel), and sampling valves on
the side of the column were separated/covered by a layer of glass fiber mat (CSM 300 gr. Emulision
m−2, Lintex) to avoid migration of materials. Four sampling valves were mounted on the side of the
tank, each covering different levels of the inside material (Figure 1). Valve 1, 2, and 3 allowed sampling
of the effluents which passed through the filtration of the top, middle and bottom part of the stone
wool layer, respectively. Valve 4 allowed sampling after the stone wool and the Filtrilate layer. As the
layer below valve 4 consisted of gravel, which was unlikely to further retain microplastics, the water
sampled at level 4 represents the effluent of the biofilter.
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Figure 1. Overview of the biofilter. The effluent water from the treatment plant entered at the top
(inlet), and was discharged at the bottom (outlet).
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Prior to the experiments, the setup was fed with raw effluent for 2.5 months to ensure that biofilms
had sufficiently matured. The filter was kept submerged at all times due to a higher inlet flow than the
outlet (Figure S1). The flow through the setup was driven by gravitation.
2.2. Sampling
Samples for quantifying retainment of microplastics were collected in June 2018, by means of
a custom-made filtering device. The device was constructed of stainless steel, and equipped with
a removable 10 µm stainless steel filter of 100 mm effective diameter. Samples were drawn one at
the time from the 4 levels of the biofilter and from the outlet by a plastic-free positive displacement
pump (Creusen Roermond, Dordrecht, The Netherlands). A pressure gauge was placed between the
pump and the filter to indicate the hydraulic capacity of the filter. The pump was stopped when the
pressure had risen to 2 bar, and the filter changed. Further details on the filtering devise are found in
Simon et al. [30] and Liu et al. [8].
The water at each level was sampled successively, with only the valves at the inlet, outlet and the
corresponding sampling level kept open. The samples were collected over 3 days as it took several
hours to filter one sample. Before sampling, the three valves were kept open for 20 min and the inflow
adjusted to ensure that the water level at the top of the biofilter was stable and no overflow occurred.
For each level, the sampling was continued till three filters had clogged, which corresponded to sample
volumes between 509 and 995 L. The three filters were then combined and stored in a glass jar and
immediately filled with sodium dodecyl sulphate solution (SDS, 0.15 g L−1) to cover the filters [8].
The jar was sealed with a glass lid and wrapped with aluminum foil to prevent contamination by
air-borne MPs. The biofilter inlet (the raw effluent from the treatment plant) was sampled by filtering
the water directly without passing through the biofilter. The final sampled volume at each filtration
level is given in Table S1. All samples were transferred to the lab and stored at 5 ◦C until analysis.
2.3. Sample Processing
The processing of the samples followed the method described in Liu et al. [8]. Briefly, the filters
containing the samples were wet-oxidized by adding 50 mL 50% H2O2 in 500 mL of SDS solution
and left for 2 days, followed by Cellubrix (500 µL, Sigma-Aldrich, Denmark), Viscozyme (350 µL,
Sigma-Aldrich), and Alcalase (500 µL, Novozymes, Denmark) enzyme treatment for 6 days. A Fenton
oxidation was then carried out to further reduce the remaining organic matter. The reactors were kept
in a water bath where the temperature was monitored and maintained at 15–25 ◦C. In order to separate
MP from inorganic particles, the oxidized samples underwent a density separation in a zinc chloride
solution (1.8 g cm−1). The separation was done in a 200 mL glass funnel. Dust-free nitrogen gas was
used to mix the sample by bubbling it through the solution for 30 min. The solution was left for 2 h after
the first mixing, and the settled particles drained off through the bottom of the funnel. The funnel was
topped off with clean zinc chloride solution to 200 mL, upon which it underwent a second floatation
for 30 min and left overnight. The settled particles were again drained off, and the upper 2 cm of the
separation liquid was collected. The inner wall of the funnel above the separation liquid was gently
flushed with clean zinc chloride solutions and mixed with the collected liquid. The combined liquid
was filtered through a 10 µm stainless steel filter, and concentrated in a 5 mL 50% ethanol solution.
2.4. Microplastic Identification and Quantification
The identification of MP followed a method previously described in Simon et al. [25], Liu et al. [8],
and Vianello et al. [12]. Briefly, a subsample of 600 µL was deposited onto a circular 13 mm zinc selenide
transmission window, which was restricted to 10 mm using a compression cell. The window was dried
at 50 ◦C and scanned with a FPA (Focal Plane Array) based FTIR imaging technique (Agilent Cary 620
microscope equipped with a 128 pixel FPA and combined with a Cary 670 spectrometer). The resulting
FTIR imaging map was analyzed with MPhunter, a freeware developed at Aalborg University [8].
MPhunter identifies the material of particles, particle sizes, and the area that a particle covers on the
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image. It estimates particle mass assuming that the MP particle is shaped as an ellipsoid, and that
the third dimension is a fixed fraction (0.6 in this case) of the minor dimension [8,25]. If MPhunter
identified an MP of dimension larger than 500 µm, the particle was collected from the window with
ultra-fine micro forceps and further investigated visually under a stereomicroscope (Stereo Discovery
V8, Zeiss, Oberkochen, Germany) to reduce the risk of underestimating its size due to the saturation of
µFTIR imaging spectra that occurs for thick particles.
2.5. Experimental Quality Control
Precautions were taken to reduce potential contaminations during the sample processing.
Cotton lab coats were worn at all times when handling the samples. Only glass, stainless steel,
or Teflon-coated labware was used. Teflon was excluded from the data analysis, as its density (2.2 g cm−3)
exceeds that of the ZnCl2 solution and particles hence will settle during the density separation and be
discharged together with inorganics [8]. All steel filters had been muffled at 500 ◦C and all labware was
rinsed with Milli-Q water three times before use. To avoid airborne contamination, all open containers
were covered with aluminium foil or Watch glass dishes (Sigma-Aldrich) during transportation and
immediately after use. Furthermore, an air treatment device (Dustbox® Hochleistungsluftreininger,
Halle, Germany) with a HEPA filter (H14, 7.5 m2) was applied in the µFTIR scanning room to
continuously filter the air.
However, contamination can still originate from the sample processing. Hence, three blanks were
processed to quantify the background contamination. MP-free blanks were made by filtering 20 L
Milli-Q water through 1.2 µm GF filters. The MP-free water was then pumped through the sampling
device holding a 10 µm steel mesh, and the filter processed the same way as the effluent samples.
2.6. Statistical Analyse
All statistical analysis was performed in R (3.5.1). The removal efficiency was calculated as MP
concentration in the inlet minus MP concentration after treatment, divided by the MP concentration in
the inlet.
3. Results and Discussion
3.1. Background Contamination
For each of the three blanks, 600 µL was sub-sampled from the 5 mL of concentrate, corresponding
to 12% of the blanks being deposited and analysed. Twelve particles in total were in this way identified
as MP, with an estimated total particle mass of 932 ng. Polyester constituted over half of these MP
(7 items), followed by PE (polyethylene, 4 items) and PS (polystyrene, 1 item). Since the water used
for the blanks was MP-free, the potential source of the contamination was related to the sample
handling during analysis. Hence the contamination was not normalized against the filtered water
volume, but against the sample processing. Taking the sub-sampling rate into account, the MP
identified in the blanks corresponded to 33.3 items, or 2597 ng, per processed sample. The average
amount of filtered water at each treatment level was 749 L, which lead to an average contamination of
4.4 item m−3, or 3.4 µg m−3. Compared to studies with a similar MP extraction and analysis approach,
the contamination of this study was comparably low with respect to the number of MP, but the MP
mass was slightly higher. Liu et al. [11] found for instance 20.8 items per sample processed, but with
the MP mass being 72.9 ng. This can be explained by the presence of larger-sized polyester particles in
the blanks (averaged major dimension of 87 µm and estimated density of 1.38 g cm−3) compared to the
other studies. To avoid statistical biases when interpreting the data with respect to size distribution
and polymer types, the results were not corrected for background contamination.
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3.2. MP Abundance and Removal Efficiency
A total of 199 particles were identified as MP at the 5 sampling locations, of which the 84 were
from the inlet to the biofilter (i.e., untreated effluents from the treatment plant) (Table S1). The MP
concentration in the inlet and at each sampling level is shown as particle mass and particle number in
Figure 2. In terms of MP items found, the concentrations were all well above the content found in the
blanks. With respect to MP mass, however, only the inlet concentration was significantly above the
blank values. In other words, the MPs identified in the samples were significantly smaller than those
identified in the blanks. There was a clear tendency of decrease in the MP concentration from the inlet
to the four sampled levels. Although there was a slight variation in concentration between the four
levels inside the biofilter, no trend could be observed and the variation hence most likely caused by
random variations in the MP content of the sampled water. One possible source of the variation is that
the samples were taken in a sequential order over three days, and the MP concentrations hence likely
to vary somewhat [24]. Another explanation is that the low plastic number identified in the samples
may introduce higher uncertainties in the statistical analysis.
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filtration levels.
The highest MP abundance was found in the inlet (24.8 µg m−3 and 916.8 item m−3), and the
lowest was at the second sampling level (1.5 µg m−3 and 111.1 item m−3, Table S1). When the removal
efficiency was calculated for each sampling level individually, the highest efficiency was at level 2 in
terms of particle number (87.9%) and level 4 in terms of particle mass (95.6%) (Table S1). When lumping
the four levels and considering them as one, the removal efficiency was 78.5% for particle number
and 88.9% for particle mass (Table S2). For the measured MP concentrations inside the filters it must
though be kept in mind that the average contamination determined by the blanks was 4.4 item m−3 and
3.4 µg −3. While the contamination in ter s of MP items hence was far below what was measured,
the sa e was not the case for the mass, and the latter results must hence be interpreted with caution,
as must the derived removal efficiencies.
The top filtration layer of the biofilter was stone wool, a material which is made from heated
basalt rock. Like other mineral wools, stone wool consists of fibers that are closely packed during
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manufacturing [32]. Stone wool has a high surface to volume ratio and can hence provide a large
surface area for biofilm formation. The biofilm on the stone wool fibers can increase the capture
area of the filter and reduce the in-between pore space, hereby increasing the potential capacity for
retaining particles [33]. Besides, studies have shown that there also is a rapid development of microbial
biofilms on the surface of plastic particles [33,34], meaning that the retained MP particles also can have
developed biofilms, further increasing the possibility of capture by biofilm covered stone wool fibers.
The removal efficiency of the biofilters were comparable to what was found by Simon et al. [30] for
disc filters polishing WWTP effluents. They found removal rates of 90% for particle numbers and 76%
for particle mass. Talvitie et al. [29] tested four final-stage polishing techniques: Membrane bioreactor,
disc filter, rapid sand filtration, and dissolved air floatation, for removal of MP from treated wastewater.
There the membrane bioreactor achieved the highest efficiency (99.9%), closely followed by the rapid
sand filter (97%), the dissolved air flotation (95%), and the disc filter (40–98.5%). A good performance
of membrane bioreactors in removing MP from effluents was also observed by Lares et al. [35] and
Lv et al. [36], with efficiencies of 99.4% and 99.5%, respectively.
3.3. Polymer Composition
Of all the polymers identified, PE was most abundant in terms of particle mass (38%), followed by
PP (polypropylene), PVC (polyvinyl chloride), polyester, PS, acrylic, and PA (polyamide). Polyester,
on the other hand, dominated the particle numbers (34%) (Figure 3), followed by PE, PP, PVC, PS, PA,
and acrylic. Epoxy and PU (polyurethane) were rare and below 1%, both when measured as particle
mass and number.
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number concentrations.
When looking at the polymer distribution between the inlet and the different sampling levels,
no trend was observed for any identified polymer type (Figure 4). The main difference was that the
inlet held a more diverse polymer composition. The reason here for might simply be that less particles
were identified in the samples taken inside the filter than were identified in the inlet water, and that the
statistical probability of encountering a rare polymer inside the filter hence was lower than for the inlet.
PE, PP, and polyester were the most common polymer types, both in terms of particle number and mass
(Figure 4). The high presence of these polymer types were also reported in other wastewater treatment
plant effluents [35–37] and also in urban stormwater runoff [8,38]. This is not surprising, since these
are the polymers in the most demand [39], and wastewater has been identified as an important vector
to transport MP to the environment [23,26,37].
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Figure 4. Polymer distribution between the inlet and four filtration levels.
The distribution of MP in the water between the four filtration levels varied; however, with no
specific trend in terms of the polymer distributions. Comparing the polymer type of the inlet and the
effluents at the four sampling levels, less polymer types were detected at the bottom of the biofilter,
level 4 (Figure 4). More specifically, PU, PS, and acrylic were all removed by the filter.
3.4. Particle Size and Mass
Among the identified polymers, acrylic had the largest median particle size, and PU had the
smallest, while PS ranked in the middle (Table 1). Figure 5 shows the major dimension of each MP
particle per sampling level, where the estimated mass is presented as the diameter of the circle. All the
identified MPs were small-sized particles, with the major dimension below of 300 µm, and the minor
below 100 µm. The absence of particles larger than 300 µm indicates that the conventional treatment
of Avedøre wastewater treatment plant is efficient to remove large sized MPs, a finding which is in
agreement with for example Talvitie et al. [24] and Magni et al. [37].
Table 1. Median value of measured major dimension, estimated mass, and identified number of
particles, in each polymer group. Sum of all particles identified excl. blanks.





Acrylic 80.3 57.5 3
polyethylene (PE) 47.9 6.7 42
epoxy 40.7 9.7 1
polypropylene (PP) 39.8 2.6 34
polystyrene (PS) 37.6 4.4 19
polyester 37.6 4.1 67
polyvinyl chloride (PVC) 34.1 2.1 20
polyamide (PA) 33.0 1.8 11
polyurethane (PU) 29.1 2.5 2
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Despite the small sizes in general, there was still a tendency that larger-sized particles were
retained by the filters, and the median value of particle size seemed to decrease with the depth into the
biofilter (Figure 5, Table S1). It is expected that physical retainment is the removal mechanism of MP,
since plastic biodegradation can be neglected within the hydraulic retention time of the system [2].
A similar conclusion was drawn by Talvitie et al. [29], where the discfilter and rapid sand filters
achieved high MP removal applying physical separation. Carr et al. [23] found that biofilm formed
on MP surfaces was able to change the physical properties of plastic particles, like their effective size.
This could further enhance the physical retention by the biofilter.
Over 70% of particles larger than 100 µm were found in the inlet, (the untreated effluent of the
treatment plant), while MP larger than 100 µm were absent after the final filtration step (Figure 5).
Similarly, there was some indication of higher retainment of particles with higher mass, where the
median value of estimated particle mass tended to decrease with the increase of treatment level
(Figure 5). The above observations are though somewhat uncertain due to the low number of larger
particles found, and might hence be due to natural statistical variability. Another factor contributing to
the uncertainty is the likely day-to-day variation in MP concentrations in the effluent of the wastewater
treatment plant, as reported by Talvitie et al. [29]. However, compared with other studies, the sampled
volume in the present study was in general one order of magnitude higher [25,40,41], hence it is
reasonable to assume that the impact from this type of variation was lower in this study.
The retention efficiencies between the four filtration levels were problematic to compare,
partly because the variation caused by the sampling time could not be evaluated, and partly because of
the statistical uncertainties involved in characterizing particulate pollutants. However, it was clear
that most of the MP retention happened at the top of the biofilter and that MP of larger size and higher
mass were more efficiently retained.
4. Conclusions
Wastewater effluents of nutrient removing treatment plants still contains MP, which potentially
can have adverse impacts on the receiving environment. The studied biofilter, established as an
advanced polishing step for treated wastewater, was able to reduce MP in wastewater treatment plant
effluents by 79%–89%. The bulk of this removal occurred in the top of the biofilter, while the deeper
layers yielded limited additional treatment efficiency. The biofilter was preferentially retaining large
Water 2020, 12, 1085 9 of 11
sized MP particles, and no particles larger than 100 µm were found in the final effluent from the filter.
The biofilter was hence able to lower the MP abundance in the treated wastewater significantly, but did
not ensure a complete retainment. Hence some MP will still become discharged to the environment,
even after treatment in such polishing step.
Supplementary Materials: The following are available online at http://www.mdpi.com/2073-4441/12/4/1085/s1,
Figure S1: Biofilm growth (photo taken from the top of the filter before the sampling); Table S1: MP concentration
and removal efficiency for the inlet (raw effluent without passing through the biofilter and each filtration level);
Table S2: MP concentration and removal efficiency when the four treatment levels are combined.
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